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พื นที่บนเกาะสมุยซึ่งเป็นแหล่งท่องเที่ยวที่ส้าคัญของประเทศ ประสบปัญหาขาดแคลน
น ้าประปา เนื่องจากปริมาณความต้องการใช้น ้าประปาในเกาะสมุยเพิ่มขึ นอย่างรวดเร็ว กอปรกับ
ข้อจ้ากัดด้านภูมิประเทศที่ไม่เหมาะสมต่อการกักเก็บน ้าดิบ   การประปาสาขาเกาะสมุยท้าการ
แก้ปัญหาเบื องต้นด้วยการก่อสร้างระบบผลิตน ้าแบบ RO ขนาด 200 ลูกบาศก์เมตร/ชั่วโมง และ
น้าเสนอแผนระยะยาวซึ่งคือการผลิตน ้าประปาบนฝั่งจังหวัดสุราษฎร์ธานี และจัดส่งน ้าประปาตาม
ท่อใต้ทะเลไปยังเกาะสมุย ท่อน ้าประปาบนฝั่งเป็นท่อเหล็กเหนียวขนาด 900 มิลลิเมตร เร่ิมจากโรง
สูบน ้าแรงต่้าที่บ้านตลิ่งชันไปยังบ้านท่าจันทร์ รวมระยะทางประมาณ 90 กิโลเมตร สถานีสูบน ้า
เพิ่มแรงดัน (Booster Pumping Station) เพื่อยกระดับแรงดันน ้าไปยังเกาะสมุย ตั งอยู่ที่บ้านใน งาน
วางท่อส่งน ้าประปาลอดใต้ทะเลก้าหนดให้ใช้ท่อ HDPE ขนาดเส้นผ่านศูนย์กลาง 900 มม. ชั น 
PN10 วางจากบ้านท่าจันทร์ไปขึ นฝั่งบริเวณหาดท้องโตนด รวมระยะทางประมาณ 19.20 กิโลเมตร 
การส่งท่อลอดใต้ทะเลใช้วิธีลอยและจม (Floating and sinking Method) โดยใช้ทุ่นถ่วงน ้าหนักใน
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Koh Samui, a major tourist attraction is experiencing water shortages because 
the demand for water supply has increased rapidly and the and the geological 
condition is not suitable for water storage. Provincial Waterworks Authority has 
supplied the reversed osmosis (RO) water with 200 m
3
/hour as a short-term solution. 
The long-term solution was proposed, which is the production of tap water at Surat 
Thani province and supply to Koh Samui through a subsea water supply pipeline. The 
water system in Surat Thani province is a steel pipe of 900 mm diameter, starting 
from a low pressure pump station at Ban Talingchan to Ban Tachan, with total 
distance of 90 kilometers. A booster pumping station to enhance the pressure for 
supplying the tap water to Koh Samui is located at Ban Nai. The subsea water supply 
pipeline is HDPE pipe with 900 mm diameter class PN 10. It starts from Ban Tachan 
to Tongtanod beach, which has a total distance of 19.20 kilometers. The floating and 
sinking method is adopted for subsea water supply and the concrete counter weight is 
used to sink the pipeline. The average construction cost for the floating and sinking 
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